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Overall Evaluation – Poor Condition

• Ceiling appeared to have water damage in several areas.
• Walls needed paint.
• New gym floor was in the process of being installed.
• Ceiling tiles were missing throughout the center.
• Lighting was poor in the center.

Poorly lit hallways along with numerous missing ceiling tiles.
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New gymnasium floor was being installed.


